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80 LF OF 24" Ø RCP         CLASS IV, GASKETED JOINT
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Remove & Replace exist. CMP
w/24" dia. RCP w/flared end
Outlet inv elev. = 483.19'

Replace exist. 24" CMP culvert
w/24" Ø Class IV RCP

Replace exist. 36" Ø CMP riser
with 48" Ø RCP

Top Riser elev. 495.37'

Contractor to build temporary
cofferdam using available on-site soils

24"Ø RCP drain inlet

17'

10'x10' riprap rock w/NW geotextile
(6"-18" rock)

Riprap rock apron
w/NW geotextile

Sand filter diaphragm

Proposed excavation
grades at 2H:1V slope

Conserve topsoil from excavation for
embankment placement

DRAWN BY:             DATE: 

CHECKED BY:           DATE:

APPROVED BY:          DATE:

APPROVED BY:          DATE: SH
EE

T:

of
APPROVED BY:          DATE:

REVISED BY:          DATE: Plan and Profile
Stevens Slough Water Control Structure Repair

P. Jagoda 5/01/2019

3
2

0

Scale:

20 40

P. Jagoda 5/01/2019

EXISTING FEATURES

LEGEND

CONTROL POINT
CP2

PROPOSED FEATURES

PROP. CONTOUR

EX. CONTOUR

TREE

110

SAND FILTER DIAPHRAGM
490

RIP-RAP

  NOTES:
1. ALL WORK SHALL BE CONSTRUCTED IN ACCORDANCE WITH

"MONTANA PUBLIC WORKS SPECIFICATIONS", SIXTH EDITION
(MPW), AND THE PROJECT SPECIFIC TECHNICAL
SPECIFICATIONS.

2. BEFORE DIGGING, CALL 811 FOR LOCATION OF EXISTING
UTILITIES.  ANY UTILITIES DEPICTED ON THESE PLANS ARE IN
ACCORDANCE WITH THEIR ACHIEVED "QUALITY LEVELS" AS
DEFINED IN THE AMERICAN SOCIETY OF CIVIL ENGINEER'S
DOCUMENT ASCE 38, "STANDARD FOR THE COLLECTION AND
DEPICTION OF EXISTING SUBSURFACE UTILITY DATA."

3. CONSTRUCTION SITE SAFETY IS THE SOLE RESPONSIBILITY OF
THE CONTRACTOR.  CONTRACTOR SHALL PERFORM ALL
EXCAVATIONS IN ACCORDANCE WITH OSHA STANDARDS AND
APPLICABLE REGULATIONS.

4. CONTRACTOR WILL NEED TO CONSTRUCT TEMPORARY SOIL
COFFERDAM TO ISOLATE WORK.  ALL DEWATERING SHALL BE
COMPLETED IN ACCORDANCE WITH APPLICABLE REGULATIONS
AND EROSION BMPS SHALL BE INSTALLED AS NEEDED OR
DIRECTED BY OWNER OR ENGINEER.

       Desc.             Northing           Easting              Elev.

CP1           5000.0000  5000.0000        500.00
CP2        5030.4913  5200.3426        499.08
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AutoCAD SHX Text
Top of Riser: 495.37'

AutoCAD SHX Text
Invert 24"   RCP: 483.20'

AutoCAD SHX Text
Top Embankment: 499' ±

AutoCAD SHX Text
Pre-cast flared end outlet

AutoCAD SHX Text
6"-18" Rock with non-woven geotextile

AutoCAD SHX Text
Ex. embankment grades

AutoCAD SHX Text
Sand filter diaphragm

AutoCAD SHX Text
Top of filter drain: 495.37'
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Precast guide for stop logs

AutoCAD SHX Text
6"-18" Rock with non-woven geotextile

AutoCAD SHX Text
Place compacted fill in scour hole

AutoCAD SHX Text
Invert 24" RCP: 483.20'

AutoCAD SHX Text
Proposed 48"  precast RCP Riser

AutoCAD SHX Text
Riser cast into concrete base w/lifting hooks on all corners

AutoCAD SHX Text
34"-1 " crushed stone base 12" crushed stone base min. thickness 12"

AutoCAD SHX Text
2500 PSI Flowable Fill

AutoCAD SHX Text
NOTE: Elevations of riser and pipe invert/outlet to be confirmed and shall be matched to meet existing.  Elevations shown on this plan may vary slightly to meet field conditions.
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Pipe drain inlet (elev. to be confirmed)

AutoCAD SHX Text
Cast-in-place concrete collar
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SCALE: 1":20' Vertical        1":20' Horiz.
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MH



6'

2'

24"∅ RCP

CLASS IV

14'

FILTER DIAPHRAGM DETAIL

NOTES:
1. Sand shall be installed in 8-inch lifts and machine compacted according to
specifications.

SCALE: 1"=5'

Top Filter Media: 495.37'

Invert 24"Ø RCP: 483.20'

Bottom Filter Media: 481.20'

ASTM C-33 SAND
DIAPHRAGM FILTER

6'

2'

1.5'

24"∅ RCP

CLASS IV

RCP SAND BEDDING DETAIL
NOTES:
1. Compaction requirements shall be in accordance with method specifications
included in the project manual.

SCALE: 1"=5'

Invert 24"Ø RCP: 483.20'

Springline

1
2

1
2

Approx. center of pipe: 484.45'

6.5'± wide trench

2H:1V Exc
ava

tion Li
ne

ASTM C-33 Sand Envelope around
RCP pipe

Compacted Embankment Fill

Flowable Fill concrete bedding
material, 2500 psi min.

5.0'

2.5'

24"∅ RCP

CLASS IV

RCP PIPE BEDDING DETAIL
BETWEEN RISER & SAND FILTER

SCALE: 1"=5'

Invert 24"Ø RCP: 483.20'

Springline
1

2

1
2

10'± wide

2H:1V Exc
ava

tion Li
neCompacted Embankment Fill

Flowable Fill concrete bedding
material, 2500 psi min.

Concrete block support

NOTES:
1. Compaction requirements shall be in accordance with method specifications
included in the project manual.
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  NOTES:

2. FLOWABLE FILL (2500 PSI) SHALL BE USED FOR PIPE BEDDING AS DETAILED. CONTRACTOR

WILL NEED TO PLACE RCP ON BLOCKS OR OTHER APPROVED SUPPORTS TO ACHIEVE

PROPER INSTALLATION OF FLOWABLE FILL.  A CONCRETE VIBRATOR WILL BE REQUIRED

TO ENSURE ALL VOIDS HAVE BEEN FILLED.  FLOWABLE FILL CONCRETE MUST BE

PROPERLY CURED BEFORE BACKFILLING.

3. COMPACTION OF EMBANKMENT FILL AND SAND FILTER DIAPHRAGM WILL BE IN

ACCORDANCE WITH METHOD SPECIFICATIONS INCLUDED IN PROJECT MANUAL

TECHNICAL SPECS.  IF BACKFILL COMPACTION METHODS DO NOT MEET REQUIREMENTS

OR SOIL DOES NOT EXHIBIT PROPER COMPACTION, CONTRACTOR WILL BE REQUIRED TO

COMPLETE PROCTOR TESTING OF EX. SOILS & PERFORM FIELD DENSITY TESTING AT

CONTRACTOR'S EXPENSE.

P. Jagoda       5/01/2019

SCALE  1":10' Vertical
       1":10' Horiz.
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AutoCAD SHX Text
STOPLOG

AutoCAD SHX Text
Stoplog Guide Detail NOT TO SCALE 

AutoCAD SHX Text
Stoplog Side View Detail NOT TO SCALE 

AutoCAD SHX Text
GRADE A36 STEEL

AutoCAD SHX Text
2" STUD

AutoCAD SHX Text
Notes:  Bottom four (4) stop logs shall be steel according to this detail. Remainder of stop logs shall be wooden 2x lumber cut to fit w/steel removal studs. 

AutoCAD SHX Text
Notes:  The stoplog guide shall be constructed of formed concrete and installed by the pre-cast supplier. The guide shall provide for smooth install/removal of stoplogs.

AutoCAD SHX Text
STOPLOG GUIDE (CAST CONCRETE)

AutoCAD SHX Text
80 LF OF 24"   RCP         CLASS IV, GASKETED JOINT

AutoCAD SHX Text
Top of Riser: 495.37'

AutoCAD SHX Text
Top Embankment: 499' ±
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Sand filter diaphragm

AutoCAD SHX Text
Top of filter drain: 495.37'

AutoCAD SHX Text
Precast guide for stop logs

AutoCAD SHX Text
6"-18" Rock with non-woven geotextile

AutoCAD SHX Text
Place compacted fill in scour hole

AutoCAD SHX Text
Invert 24"  RCP:483.20'

AutoCAD SHX Text
Proposed 48"  precast RCP Riser

AutoCAD SHX Text
Riser cast into concrete base w/lifting hooks on all corners

AutoCAD SHX Text
34"-1 " crushed stone base 12" crushed stone base min. thickness 12"

AutoCAD SHX Text
2500 PSI Flowable Fill

AutoCAD SHX Text
Pipe drain inlet (elev. to be confirmed)

AutoCAD SHX Text
Cast-in-place concrete collar

AutoCAD SHX Text
1. THE 48"  REINFORCED CONCRETE RISER SHALL BE GASKETED JOINT.  THE THE 48"  REINFORCED CONCRETE RISER SHALL BE GASKETED JOINT.  THEBOTTOM BASE SHALL BE MONOLITHIC AND A CIRCULAR KNOCK-OUT FOR THE 24"  RCP SHALL BE PRE-CAST BY THE SUPPLIER. THE CONTRACTOR SHALLPOUR A CONCRETE COLLAR AROUND THE CIRCULAR KNOCK-OUT AND THE 24" RCP IN THE RISER 1FT. THICK AND 1 FT. BEYOND OUTSIDE DIA. OF THE RCP.  
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